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SERVICE REPORT

Australian Unity - The Grace Report Number R-00473

Reference

114 Albert Road

Melbourne

Victoria 3004

Service Date: 8th July 2024

Scope of Works

05 - Water Storage Tanks for Fire Protection Systems (2012): Monthly (1)

03 - Fire Pumpsets - (Diesel and Electric) (2012): Monthly (2)

0 Critical Defects A defect that renders a system inoperative.

4 Non-critical Defects A system impairment not likely to critically affect the operation of the system.

0 Non-conformances Missing information or incorrect feature that does not affect the system operation.

0 Recommendations A modification suggested to improve the system performance.

0 Informational Notes Detailed advice or general comment.

1 Passed Assets

Servicing Summary

Service Asset Quantity

03 - Fire Pumpsets - (Diesel and Electric) (2012):

Monthly

03 - Fire Pump - Diesel 1

03 - Fire Pumpsets - (Diesel and Electric) (2012):

Monthly

03 - Fire Pump - Electric 1

Maintenance

03 - Fire Pumpsets - (Diesel and Electric) (2012): Monthly
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AS1851-2012 (a1) - Routine service of fire protection systems and equipment

Asset Status

001 - Fire Pump - Diesel FAIL

Non-critical defect

ID: 1059

Added: 5th Jul 2024 3:47PM

Last Verified: 5th Jul 2024 3:47PM

Description:

Batteries require replacement

Resolution:

Technician to investigate cause of issue and rectify where possible (excluding parts)

Non-critical defect

ID: 1058

Added: 5th Jul 2024 3:46PM

Last Verified: 5th Jul 2024 3:47PM

Description:

Fuel tank is empty

Resolution:

Technician to investigate cause of issue and rectify where possible (excluding parts)

Non-critical defect

ID: 1057

Added: 5th Jul 2024 3:46PM

Last Verified: 5th Jul 2024 3:47PM

Description:

Fuel tank is empty

Resolution:

Technician to investigate cause of issue and rectify where possible (excluding parts)

002 - Fire Pump - Electric FAIL

Non-critical defect

ID: 1060

Added: 5th Jul 2024 3:47PM

Last Verified: 5th Jul 2024 3:48PM

Description:

Battery requires replacement

Resolution:

Logbooks

03 - Fire pumpsets

Classic Logbook

05 - Water Storage Tanks for Fire Protection Systems

Classic Logbook
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https://micra.onuptick.com/inspections/remarks/6180ee97-91cd-4600-ac62-6069836558c9/public/
https://micra.onuptick.com/inspections/remarks/a874d4c9-ee62-4dab-824d-ac758f405737/public/
https://micra.onuptick.com/inspections/remarks/630a0450-3e6b-4500-a747-e4e8f4b937a4/public/
https://micra.onuptick.com/inspections/remarks/dad462ee-676b-44a8-8ecc-2995336b29ec/public/
https://twiddle.onuptick.com/wfau/micra/properties/200/photos/logbooks/logbook_134/entry_172/6119b117.jpg?transform=crop%3Dlimit%3Bformat%3Djpg%3Bheight%3D2500%3Bmedia%3Dmedia%3Bsign%3DTrue%3Bwidth%3D2500&public_id=999920240705055007&Expires=32503680000&Signature=N3emZE6WbcINM6utaY~gDOkPuQ2RDXyTvMEjqLesjF-cTw5Cq6Lmq5OT3JBTFbnKqcTby1NWOLrAp8EM0gnP-w~P3mpYuqgvnQkjxQkiMSCXLOkwN10m0uIQVrtvz6w6yOVh0R5~-zlFUXXocE8RrkKeImVRuC4wjbEtUPURLrzA7E8FfBbL0G6BdOIpw5rvI6kUoQYkPcYSKH7XgORL7D7TvxHHEAZvv~QulfECJqwtlmxWHyPQUBCEAh42JM8s-ekM7Ew7z6kAzoojkF98-TA4F1fK-maGex24AiKP5mIq3jn-tkMvpwLzSQidma3HyBxP9UzBUC5btk~ErKDeag__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/200/photos/logbooks/logbook_136/entry_171/c500492c.jpg?transform=crop%3Dlimit%3Bformat%3Djpg%3Bheight%3D2500%3Bmedia%3Dmedia%3Bsign%3DTrue%3Bwidth%3D2500&public_id=999920240705054919&Expires=32503680000&Signature=mQjInXYpbjN4wqSoSL~P7nP58RyEY78j-4I2tEoNMoCvw~HN4cNj23IZdllRoF9MVGx1xSV7zt01Gtw6AnGaEr2TWpIw5~4lkQsL-RY5qCa2naw2oE2jErlUk7Zyt7xAdPX-L2ARHQcp6BfVah4XSup3xdP7cfKVHBMb~Tbv6MV5sKI9aysokDO-xNVTewl5geH-zLgvFP2lhLB-e~UlR7yYtNg7EfnmHJUKeDP1leteDrRlcbdxSfvl4bMjYOEhZVe34iYd~Vx6GXfUdxxnpbrls3QWl9gYNzuJcMJUYtS1JDN8caqGE1otyqh31FkYFng32HAA2TaVZQkV4Oh32Q__&Key-Pair-Id=KBIRTB6I7YMSH


Signoff

Maintenance has been carried out in accordance with Part 15 of the Victorian Building Regulations 2018.

Company Accreditations:
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