‘/\ Micra Fire Pty Ltd
e 11/35 Dunlop Road Mulgrave VIC 3170

43 661 051 494

03 9590 6100
service@micrafire.com.au

www.micraservice.com.au
FIRE PROTECTION, MAINTENANCE & ESSENTIAL SERVICES

SERVICE REPORT

Australian Unity - Drummond Place Report Number R-03438
Reference DRUMOND-2500092

500 Drummond Street Service Date: 25th March 2025

Carlton

Victoria 3053

Scope of Works

Fire Detection Systems - FIP: Monthly (1)

Critical Defects A defect that renders a system inoperative.

Non-critical Defects A system impairment not likely to critically affect the operation of the system.
Missing information or incorrect feature that does not affect the system operation.
Recommendations A modification suggested to improve the system performance.

Informational Notes Detailed advice or general comment.

Servicing Summary

Service Asset Quantity

Fire Detection Systems - FIP: Monthly 06 - Fire Detection Systems - Panels 1

Maintenance

Fire Detection Systems - FIP: Monthly

AS1851-2012 (al) - Routine service of fire protection systems and equipment

Asset Status
001 - Fire Detection Panel Vigilant MX1 Ground Floor, Entrance FAIL
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Asset Status

Non-critical defect Added: 11th Mar 2025 8:12PM
ID: 3386 &

Description:
All MCPs appear to activate smoke management mode throughout the building.This could cause issues should an MCP be
activated on a non-fire floor.

As1851-2012, Section 6, Non-Critical Defect
Resolution:
ensure the MCPs are on a separate loop and programmed to call the fire services only

Non-critical defect Added: 7th Mar 2025 8:11PM
ID: 3334 &

Description:
All MCPs appear to activate smoke management mode throughout the building.This could cause issues should an MCP be
activated on a non-fire floor.

As1851-2012, Section 6, 3.02 - Manual call points
Resolution:
ensure the MCPs are on a separate loop and programmed to call the fire services only. Quote to rectify defect required

Quote: P i)N[=ODNT

Non-critical defect Added: 3rd Jun 2024 10:48AM
ID: 950 &

Description:

802 no signal at fip

710 no access

711 no access

707 thermal detectors

701 faulty detector, replacement required
602 no signal fip

610 no signal at fip

506 no signal at fip

503 no signal at fip

401 no access

403 second bedroom faulty detector
412 no signal at fip

301 no signal at fip,

206 no signal at fip

106 no signal at fip

As1851-2012, Section 6, 3.08 - Fire Detectors
Resolution:
Quote to rectify defects required

Quote: &

Report Number R-03438 Reference DRUMOND-2500092 Service Date: 25th March 2025 Page 2 of 4


https://micra.onuptick.com/inspections/remarks/97d548eb-c051-4779-a4d8-e8dea93b73af/public/
https://micra.onuptick.com/inspections/remarks/e00bfe02-8dc4-4ff4-ba20-5c328e56afe8/public/
https://micra.onuptick.com/quoting/b8c400b1-6727-454b-837b-1acbf84c9713/approve/
https://micra.onuptick.com/inspections/remarks/1dd2784d-163a-4191-8593-6d8879014bda/public/
https://micra.onuptick.com/quoting/ff1e3772-9548-462b-b5fa-6f0598b0d38c/approve/

Asset Status

Non-critical defect Added: 8th May 2024 1:51PM
ID: 902 &

Description:
Batteries out of date.
2 x 75ah

2 x 26ah

As1851-2012, Section 6, 3.07 - Battery
Resolution:
Quote to rectify defect required

Quote: &

Non-critical defect Added: 12th Mar 2024 7:12PM
ID: 355 & Last Verified: 12th Mar 2024 7:17PM
Description:

Batteries not a nominal capacity. New batteries required.

As1851-2012, Section 6, 3.07 - Battery
Resolution:
Quote to rectify defects required

Location:
FIP

Quote: &

Click photos to enlarge

Non-conformance Added: 21st Oct 2024 7:50AM
ID: 1915 & Last Verified: 29th Nov 2024 1:54PM
Description:
No MCP Tool

As1851-2012, Section 6, 3.02 - Manual call points
Resolution:
Replacement Required

Quote: 4
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https://micra.onuptick.com/inspections/remarks/f26c0681-1612-419f-90db-233458fc3810/public/
https://micra.onuptick.com/quoting/ff1e3772-9548-462b-b5fa-6f0598b0d38c/approve/
https://micra.onuptick.com/inspections/remarks/9dc44a88-d8e1-497c-8ff8-20d30f9abef3/public/
https://micra.onuptick.com/quoting/ff1e3772-9548-462b-b5fa-6f0598b0d38c/approve/
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/items/573/remarks/355/b6cd1385.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240312081705&Expires=32503680000&Signature=NnEXhFzKYDQDBEK21YmVgRRxbe8uutIvejZvywAhPU4iRhIyUnLM5kbpuASzht5a~qAUc4SGry-UIFdtq3tl3knJ-PZ~Qk7jci5YyOpEktruisJmValkly4HG9w6-5zgHqvYNy3ecSL5Cm9b8NIe0NdI~sz28KcRM0zKrnTw1n0Wpys5XDyOO6TrV4nlU9-uZS3enQKSYMOsGPPUglzbOaEcUfvFah29M1F-WaHjcgD44m7Qch5mdTKzhiIfceDfwaLXiYGRjnWpnjggr~7eK-0f~XmOJQcJRb-5pj-b7ahiMrdFO00YRVXb0aY53cUxvSx1qEQyKrxHURnGWqmTyA__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/items/573/remarks/355/b6cd1385.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240312081705&Expires=32503680000&Signature=NnEXhFzKYDQDBEK21YmVgRRxbe8uutIvejZvywAhPU4iRhIyUnLM5kbpuASzht5a~qAUc4SGry-UIFdtq3tl3knJ-PZ~Qk7jci5YyOpEktruisJmValkly4HG9w6-5zgHqvYNy3ecSL5Cm9b8NIe0NdI~sz28KcRM0zKrnTw1n0Wpys5XDyOO6TrV4nlU9-uZS3enQKSYMOsGPPUglzbOaEcUfvFah29M1F-WaHjcgD44m7Qch5mdTKzhiIfceDfwaLXiYGRjnWpnjggr~7eK-0f~XmOJQcJRb-5pj-b7ahiMrdFO00YRVXb0aY53cUxvSx1qEQyKrxHURnGWqmTyA__&Key-Pair-Id=KBIRTB6I7YMSH
https://micra.onuptick.com/inspections/remarks/400aa888-a57e-4d80-b8c2-4378e5ae7996/public/
https://micra.onuptick.com/quoting/ff1e3772-9548-462b-b5fa-6f0598b0d38c/approve/

Asset Status

Description:
Layout incorrect to south side of basement 3

As1851-2012, Section 6, 1.08 - Zone block plan -
Resolution:
Quote to rectify defects required

Description:

Supplementary drawings not legible, “?” Drawn next to what’s incorrect.
- missing WIP near south MCP

- two L1D1 on plans

As1851-2012, Section 6, 1.08 - Zone block plan -
Resolution:
Quote to rectify defects required.

Location:
Basement 3

e |

Click photos to enlarge

Logbooks

m EWIS / Sound System &
Classic Logbook

m 06 - Fire Detection Systems &
Classic Logbook

Signoff

Maintenance has been carried out in accordance with Part 15 of the Victorian Building Regulations 2018.

Company Accreditations:
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https://micra.onuptick.com/inspections/remarks/4a89de75-9d2d-4d97-a6aa-b109d006c90f/public/
https://micra.onuptick.com/inspections/remarks/fd57a3a4-3dd2-4dbc-b0e5-d98a3a1efd3c/public/
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/items/573/remarks/354/1ee8de43.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240312081706&Expires=32503680000&Signature=PLdsiW6UHDosgTjzAuVpn7w5TiS3X0KwgVYTBMiMlRzHDiISwDwK9jlB2BvNBXdmiU7OwjFtMqON8q2OV2DAQ8NkdgqY9pBv6y5cm-n88AqwenRIifBYf7UBusAhb-Y9Q4VV45ybh4ACInVi9IJm0IHD7-Nzrs8JTtloXaZFIF-cFUasSoZ9F2lau7SId5ikvG2UmmMlSRFHupECUxAoO4scmOhnFllUxsr9ZARmaGNZXG1fMCdi916nC0IssRESq5guoGaO67o6Cyfc6J~77Mk91ojR2HSbKGNUVIFrUFf1~gGYeK2RnhDD4wwzeLnImUG~dj7wo2ZLS5HzpZlodg__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/items/573/remarks/354/1ee8de43.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240312081706&Expires=32503680000&Signature=PLdsiW6UHDosgTjzAuVpn7w5TiS3X0KwgVYTBMiMlRzHDiISwDwK9jlB2BvNBXdmiU7OwjFtMqON8q2OV2DAQ8NkdgqY9pBv6y5cm-n88AqwenRIifBYf7UBusAhb-Y9Q4VV45ybh4ACInVi9IJm0IHD7-Nzrs8JTtloXaZFIF-cFUasSoZ9F2lau7SId5ikvG2UmmMlSRFHupECUxAoO4scmOhnFllUxsr9ZARmaGNZXG1fMCdi916nC0IssRESq5guoGaO67o6Cyfc6J~77Mk91ojR2HSbKGNUVIFrUFf1~gGYeK2RnhDD4wwzeLnImUG~dj7wo2ZLS5HzpZlodg__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/logbooks/logbook_166/entry_1925/52ba1854.jpg?transform=crop%3Dfill%3Bformat%3Djpg%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920250325022949&Expires=32503680000&Signature=P~j9swnkK1pDmUbEta6dTj86nQnY6dRM0fZk14VBHE-5ZEYWW15TDgUUQxv6NRY0I1x4dUPU~ZopbKcsnYpfCQOLg0vnZwWxUOBO3xRJ0xft8n2Qw4epmgZkTEyFN-5V~0BZUXAW6ve8p2bdI~gl69BP3JUA2txdqv3iNT90rupckkjjFK-gTUBu7Xyh8rQWjegC8X~1W5NHNXgdnakFrhFwhemTL2gJH-wmwsI2PaEshjNXtPADZOVJvniy-qSioXK1nmg6KxCHRpLHmALiGPsM0Bmm~bR~mkkKoSwN0nv38oTy1nXOlGGNwA-XDzbKleeV9CICnHNlaAH6Wim-~w__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/2/photos/logbooks/logbook_84/entry_1924/255bd749.jpg?transform=crop%3Dfill%3Bformat%3Djpg%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920250325022937&Expires=32503680000&Signature=B0OrkPgpPOX8klFcZgP8vQw4LIXB4v4H8ySuX6KenpGORuOQ~r4nPf~cLdOX3FQeg55SprRyNNABz7Pv3ZgrGaB9~X8ZwAS~~3Wk~zzj8ZWFrh58-i03mN16ppngp3L7fNQ2TvGtvVjbfaMNSfGKRfT-YaWViA7eCtGGstaI2RmEmb3D3awz89yvowb6zUenrdPsjSOJquHlfb-v2ZswBS8Ls60DqQgPjAYmAgStvkWb8341K2uPJAiwiOxEsvoHKm~swuzVkPrI0~joAe5fLza1zXJfuj3JuynoViH~ykOlL9390BVclcPO8KMaMedBoXaSzCDRjeY7sLrclyraVg__&Key-Pair-Id=KBIRTB6I7YMSH
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