, Micra Fire Pty Ltd
e 11/35 Dunlop Road Mulgrave VIC 3170

ABN: 43 661 051 494

03 9590 6100
service@micrafire.com.au

www.micraservice.com.au
FIRE PROTECTION, MAINTENANCE & ESSENTIAL SERVICES

SERVICE REPORT

Australian Unity - The Grace Report Number R-00584
Reference GRACE-2400350

114 Albert Road Service Date: 14th August 2024

Melbourne

Victoria 3004

Scope of Works

Fire Sprinkler System - Wet Pipe: Monthly (20)
05 - Water Storage Tanks for Fire Protection Systems (2012): Monthly (1)
03 - Fire Pumpsets - (Diesel and Electric) (2012): Monthly (4)

Critical Defects A defect that renders a system inoperative.

Non-critical Defects A system impairment not likely to critically affect the operation of the system.
Missing information or incorrect feature that does not affect the system operation.
Recommendations A modification suggested to improve the system performance.

Informational Notes Detailed advice or general comment.

Servicing Summary

Service Asset Quantity
03 - Fire Pumpsets - (Diesel and Electric) (2012): 03 - Fire Pump - Diesel 2
Monthly

03 - Fire Pumpsets - (Diesel and Electric) (2012): 03 - Fire Pump - Electric 2
Monthly
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Maintenance

03 - Fire Pumpsets - (Diesel and Electric) (2012): Monthly

AS1851-2012 (al) - Routine service of fire protection systems and equipment

Asset Status

130 - Fire Pump - Diesel Fire pump room m

001 - Fire Pump - Diesel
Non-critical defect Added: 5th Jul 2024 3:47PM
ID: 1059 & Last Verified: 5th Jul 2024 3:47PM
Description:

Batteries require replacement

Resolution:
Technician to investigate cause of issue and rectify where possible (excluding parts)

Non-critical defect Added: 5th Jul 2024 3:46PM
ID: 1058 & Last Verified: 5th Jul 2024 3:47PM
Description:

Fuel tank is empty

Resolution:
Technician to investigate cause of issue and rectify where possible (excluding parts)

Non-critical defect Added: 5th Jul 2024 3:46PM
ID: 1057 & Last Verified: 5th Jul 2024 3:47PM
Description:

Fuel tank is empty

Resolution:
Technician to investigate cause of issue and rectify where possible (excluding parts)

130 - Fire Pump - Electric Fire pump room m
N
002 - Fire Pump - Electric FAIL
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https://twiddle.onuptick.com/wfau/micra/properties/200/photos/items/4212/20240731/f79b52c7.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240731025605&Expires=32503680000&Signature=WARoz~E2lBrOzcIxzA0awgymimyiTG4n6A~LgOPtLheFCiDogwO1VRIKFAph52gIXgAlSZLt5vvofL3lyIsswiy7I4Qdr3cBlNy3r2VAiv6rYyX6~Eb7x3~CfMFVYVkCGezLLvWnJE9xhzfH5HBNAOsjxZ~t286X78bzpby7yR5Az1LoexucU2-aads9uF-PWcxyT1-BCMjY190WTDg-MsKwHOyphl0HSH~8pegkZCdhrBuzeHO7ZFhmdsMRI6zVuh-LZ6NXEhE8cUo~CsxTP9OX-QgNvQDNqLwZFVfYsX1yakPnA~ZgQK1d~dBrRon2-3lOZv54qZZN0phSTcscYg__&Key-Pair-Id=KBIRTB6I7YMSH
https://micra.onuptick.com/inspections/remarks/6180ee97-91cd-4600-ac62-6069836558c9/public/
https://micra.onuptick.com/inspections/remarks/a874d4c9-ee62-4dab-824d-ac758f405737/public/
https://micra.onuptick.com/inspections/remarks/630a0450-3e6b-4500-a747-e4e8f4b937a4/public/
https://twiddle.onuptick.com/wfau/micra/properties/200/photos/items/4211/20240731/bd95e241.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240731025556&Expires=32503680000&Signature=e30d0lCjRyhkp~sWtQu6B0SWFheMEEIrBtx5Sbva0fF22PhwDn58XWZquCk-TFfkXbW8kPvar2S7XMbaZ5TvcSxGWanQjfDwcReRR3GsmgF72Xdm2jMfpIPBNul90t70CGDjANdAurSRTgrN6xmAx7HvxktPAil8Xg9OCvwkmgkheWcnwsHVWqNKA6eyxpghKmf5JbR1WBwvYJkL2X1eutRPtwjtdbzQDE-Hqr1kdSH1NvecW35mmQ2scP5Mj-sfym15FcTKFaizqp281W50jsjW2ICt5VTQ78oGnOk5TkKM9qIicfSGRCHnkRr3JZ3BYi7sb9POYDj6Jlc4gx7C2g__&Key-Pair-Id=KBIRTB6I7YMSH

Asset Status

Non-critical defect Added: 5th Jul 2024 3:47PM
ID: 1060 & Last Verified: 5th Jul 2024 3:48PM
Description:

Battery requires replacement

Resolution:

Logbooks

m 05 - Water Storage Tanks for Fire Protection Systems &
Classic Logbook

m 03 - Fire pumpsets &
Classic Logbook

m 02 - Automatic fire sprinkler systems &
Classic Logbook

Signoff

Maintenance has been carried out in accordance with Part 15 of the Victorian Building Regulations 2018.

Company Accreditations:

Report Number R-00584 Reference GRACE-2400350 Service Date: 14th August 2024 Page 3 of 3


https://micra.onuptick.com/inspections/remarks/dad462ee-676b-44a8-8ecc-2995336b29ec/public/
https://twiddle.onuptick.com/wfau/micra/properties/200/photos/logbooks/logbook_136/entry_314/77d42e5a.jpg?transform=crop%3Dlimit%3Bformat%3Djpg%3Bheight%3D2500%3Bmedia%3Dmedia%3Bsign%3DTrue%3Bwidth%3D2500&public_id=999920240814101242&Expires=32503680000&Signature=SCXAfPFMQqiK~pinTP~h4v-2u~FU0hkl7WhRY-lUPyTrkYwHG3TeCH7jK7pBCEem-um1En4zt1NEi9NZ2pqXyrRgQO9el5Zll3tVQV~RzutY5Id1eQrjR2Uvl7dYSXK4NsX4s3jGrWkrRelcQ-psaks8vNmxqD8f2Gt926jb-O76N52pbGoAmou9hllsnUbTnnJ38WKYcfm5D3mCkeY8BfWA0RclJ~tuxA-GSomtVTgbav6h4FZkLCcsX169lP~llqf6Mps19V5fxHIEjP-yQUHyDRABexQFtn-vYgcwueX5oUP3t3nE7C7XQIWgsMKeSi6mi9gfQRyz49I2SrWZQQ__&Key-Pair-Id=KBIRTB6I7YMSH
https://images.onuptick.com/image/authenticated/s--JgVwGzyV--/c_fill,f_pdf/v999920240819113308/media/micra/properties/200/photos/logbooks/logbook_135/entry_312/52dcf53f.pdf
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