‘/\ Micra Fire Pty Ltd
e 11/35 Dunlop Road Mulgrave VIC 3170

43 661 051 494

03 9590 6100
service@micrafire.com.au

www.micraservice.com.au
FIRE PROTECTION, MAINTENANCE & ESSENTIAL SERVICES

SERVICE REPORT

Australian Unity - Victoria Grange Aged Care (AC) Report Number R-00825
Reference VICGR-AC2401264

502 Burwood Hwy, Service Date: 9th September 2024

Vermont South VIC 3133

Scope of Works

VICGR-AC2401264 - 10 - Portable and Wheeled Fire Extinguishers (2012): Six-monthly (30)

Critical Defects A defect that renders a system inoperative.

Non-critical Defects A system impairment not likely to critically affect the operation of the system.
Missing information or incorrect feature that does not affect the system operation.
Recommendations A modification suggested to improve the system performance.

Informational Notes Detailed advice or general comment.

Servicing Summary

Service Asset Quantity
10 - Portable and Wheeled Fire Extinguishers (2012): 10 - Fire Extinguishers - Portable 30
Six-monthly

Maintenance

10 - Portable and Wheeled Fire Extinguishers (2012): Six-monthly

AS1851-2012 (al) - Routine service of fire protection systems and equipment
Asset Status

047 - Fire Extinguisher DCP B(E) 45KG  Level 4 South [ PASS |
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Asset Status

1.1 - Fire Extinguisher DCP AB(E) Staff reception level 1 m
2.5KG

1.1 - Fire Extinguisher DCP AB(E) Staff reception level 1 [ PASS |
2.5KG
044 - Fire Extinguisher DCP AB(E) Aged Care Level 4 Roof Space Plant Room m
4.5KG
043 - Fire Extinguisher DCP AB(E) Aged Care Level 4 Roof Space Plant Room m
4.5KG
042 - Fire Extinguisher DCP AB(E) Aged Care Level 4 Roof Space Plant Room m
4.5KG
041 - Fire Extinguisher DCP B(E) 4.5KG  Aged Care Level 4 Roof Space Plant Room [ PASS |
040 - Fire Extinguisher CO2 3.5KG Aged Care Level 4 Roof Space Server m
038 - Fire Extinguisher DCP AB(E) Aged Care Level 4 Roof Space Entry I
9.0KG
037 - Fire Extinguisher DCP AB(E) Aged Care Level 3 North Orchard Stairwell [ PASS |
9.0KG
035 - Fire Extinguisher DCP AB(E) Aged Care Level 3 North Orchard Switchboard m
4.5KG
033 - Fire Extinguisher DCP AB(E) Aged Care Level 3 North Orchard Entrance m
4.5KG
032 - Fire Extinguisher DCP AB(E) Aged Care Level 3 South Orchard Reception m
2.5KG
031 - Fire Extinguisher DCP AB(E) Aged Care Level 3 South Orchard Entrance m
4.5KG
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Asset

029 - Fire Extinguisher DCP AB(E)
4.5KG

026 - Fire Extinguisher DCP AB(E)
9.0KG

025 - Fire Extinguisher DCP AB(E)
4.5KG

023 - Fire Extinguisher DCP AB(E)
4.5KG

021 - Fire Extinguisher DCP B(E) 4.5KG

019 - Fire Extinguisher DCP AB(E)
4.5KG

018 - Fire Extinguisher DCP AB(E)
4.5KG

016 - Fire Extinguisher DCP AB(E)
9.0KG

014 - Fire Extinguisher DCP AB(E)
4.5KG

013 - Fire Extinguisher DCP AB(E)
4.5KG

012 - Fire Extinguisher DCP AB(E)
4.5KG

010 - Fire Extinguisher DCP AB(E)
4.5KG

009 - Fire Extinguisher DCP AB(E)
4.5KG

007 - Fire Extinguisher DCP AB(E)
9.0KG

Report Number R-00825

Reference VICGR-AC2401264

Aged Care Level 3 South Orchard Switchboard

Aged Care, Level 1 South Moondani, Stairwell

Aged Care, Level 1 South Moondani, Switchboard

Aged Care, Level 1 South Moondani, Entrance

Aged Care, Level 1 North Pin Oak, Plant Store Room

Aged Care, Level 1 North Pin Oak, Switchboard

Aged Care, Level 1 North Pin Oak, Entrance

Aged Care, Level 1 North Pin Oak, Lift Motor Room

Outside North Chemical Store

Aged Care, Level 2 North Bellbird Dell Kitchen

Aged Care, Level 2 North Bellbird Dell Dining Rm

Aged Care, Level 2 North Bellbird Dell Lounge

Aged Care, Level 2 North Bellbird Dell Laundry

Aged Care, Level 2 North Bellbird Dell Switchboard

Service Date: 9th September 2024

Status

Page 3 of 4


https://twiddle.onuptick.com/wfau/micra/properties/36/photos/items/645/20240418/05461a37.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920240417225628&Expires=32503680000&Signature=KpQwjisagmRHLohd0Lonxpd3h-eiAHQr90mBPARr-oETibLaF72N6zZB5f8V6c6IifCjtinj4OXsULHZeVT3WfjBpJDuKUJJ-b7eHP2eQtn4jBqg5bMvWpaXZjcM3SPIX2b7iwXPfkoVhL6EJsm0qZOTiCkwtOphQYdN23yREomQtRejuXibx2mn4QburAsaL~MWRYUXkI4h8PY~7o77ukdUC5hxjl~8qWBJb2KoHSemgJ0CB2F6XhWexj89-tpOAXv1tjMEhNEy1CT9Zw6GqKFQYr4GuRaKWjV0jCMn4avvNhdCR47YMqc-8k0ORRbKRQuYOXRNHt2m-bKN6b3wjg__&Key-Pair-Id=KBIRTB6I7YMSH

Asset Status

006 - Fire Extinguisher DCP AB(E) Aged Care, Level 2 South Bellbird Dell Switchboard [ PASS |
4.5KG

004 - Fire Extinguisher DCP AB(E) Aged Care, Level 2 Reception, FIP [ PASS |
4.5KG

Signoff

Maintenance has been carried out in accordance with current regulations.

Technician Date/Time Accreditations Signature
Micra Service 9th Sep 2024
Technician 12AM
Mike Alford 9th Sep 2024
12AM

Company Accreditations:
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