, Micra Fire Pty Ltd
\A 11/35 Dunlop Road Mulgrave VIC 3170

ABN: 43 661 051 494

03 9590 6100
service@micrafire.com.au

FIRE PROTECTION, MAINTENANCE & ESSENTIAL SERVICES Www-micraservice.com.ad

SERVICE REPORT

Australian Unity - Victoria Grange Residential Village (RV) Report Number R-00200
Reference VICGR-RC2400215
COMM CENTRE, BLOCK A,B,C Service Date:

502-514 Burwood Highway
Vermont South
Victoria 3133

Scope of Works

15 - Emergency escape lighting and exit signs (2012): Annual (115)

0 Critical Defects A defect that renders a system inoperative.

28 Non-critical Defects A system impairment not likely to critically affect the operation of the system.
Missing information or incorrect feature that does not affect the system operation.
Recommendations A modification suggested to improve the system performance.

Informational Notes Detailed advice or general comment.

Servicing Summary

Service Asset Quantity
15 - Emergency escape lighting and exit signs (2012): 15 - Emergency - Exit Signs 40
Annual

15 - Emergency escape lighting and exit signs (2012): 15 - Emergency - Lighting 75
Annual

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 1 of 14



Maintenance

15 - Emergency escape lighting and exit signs (2012): Annual

AS2293.2-2019 - Emergency escape lighting and exit signs for buildings

Asset

9 - Exit Sign Blade (Recessed) - Exit

C block lower ground floor

15 - Exit Sign Quick Fit (Ceiling Mount) C block lower ground carpark

- Exit

12 - Exit Sign Quick Fit (Ceiling Mount) C block lower ground carpark

- Exit

7 - Exit Sign Blade (Ceiling Mount) -
Exit

6 - Exit Sign Blade (Ceiling Mount) -
Exit

11 - Exit Sign Blade (Recessed) - Exit

3 - Exit Sign Blade (Recessed) - Exit

Non-critical defect
ID: 145 &

Description:

C block lower ground hallway

C block lower ground front entrance

C block lower ground floor

C block ground

Status

Cpass |

Added: 4th Oct 2023 3:46PM
Last Verified: 4th Oct 2023 3:46PM

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

m
Click photos to enlarge

2 - Exit Sign Blade (Ceiling Mount) -
Exit

11 - Exit Sign Quick Fit (Wall Mount) -
Exit

10 - Exit Sign Blade (Recessed) - Exit

9 - Exit Sign Blade (Recessed) - Exit

6 - Exit Sign Blade (Recessed) - Exit

Report Number R-00200

C block level 1

B block lower ground car park

B block lower ground floor

B block lower ground floor

B block lower ground near stair

Reference VICGR-RC2400215 Service Date:
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https://micra.onuptick.com/inspections/remarks/95196268-8bab-43ec-9640-e49fd8734c58/public/
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/511/remarks/145/becbd558.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004044637&Expires=32503680000&Signature=erj86x0V3tbB2hPUzBziV5ACK4OrHkqFhKdy1JR5pWiXeCjOkUZXr5zw6LI0keX9iEZWiq6pJuOLHdiJemC3B2P0wT38I5I6qRSEd-T4D341jvQAOSBtsPb8r2gi8B7bAtTywZKnMB6J-khFpqVSdO~6vVbZeHG04NY-L9uneoahZACLd6-J7yWB4WVLaf4z7Qg3nwrGGHiPR0MVbeySiKUbnEN8M82RhHBRRWMFrZueu1ObEEuoLRJwrD-TlI5iPuBnITo5hGjbUBNQ2rd-eNZHIYr7lpRyjH30UDyDgtFoftM~6CtUidkhW9nXBnl2o00JWlI8jsfQpT5SkiICOg__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/511/remarks/145/becbd558.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004044637&Expires=32503680000&Signature=erj86x0V3tbB2hPUzBziV5ACK4OrHkqFhKdy1JR5pWiXeCjOkUZXr5zw6LI0keX9iEZWiq6pJuOLHdiJemC3B2P0wT38I5I6qRSEd-T4D341jvQAOSBtsPb8r2gi8B7bAtTywZKnMB6J-khFpqVSdO~6vVbZeHG04NY-L9uneoahZACLd6-J7yWB4WVLaf4z7Qg3nwrGGHiPR0MVbeySiKUbnEN8M82RhHBRRWMFrZueu1ObEEuoLRJwrD-TlI5iPuBnITo5hGjbUBNQ2rd-eNZHIYr7lpRyjH30UDyDgtFoftM~6CtUidkhW9nXBnl2o00JWlI8jsfQpT5SkiICOg__&Key-Pair-Id=KBIRTB6I7YMSH

Report Number R-00200

Asset

3 - Exit Sign Blade (Recessed) - Exit

2 - Exit Sign Blade (Ceiling Mount) -
Exit

16 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

15 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

12 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

11 - Exit Sign Quick Fit (Wall Mount) -
Exit

8 - Exit Sign Blade (Recessed) - Exit

5 - Exit Sign Blade (Recessed) - Exit

4 - Exit Sign Blade (Recessed) - Exit

3 - Exit Sign Blade (Recessed) - Exit

2 - Exit Sign Quick Fit (Ceiling Mount) -
Exit

59 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

Non-critical defect
ID: 132 &

Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

60 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

53 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

56 - Exit Sign Quick Fit (Ceiling Mount)
- Exit

B block ground

B block level 1 next to lift

Block A Lower Ground carpark

Block A Lower Ground carpark

Block A Lower Ground carpark

A block lower ground car park

A block lower ground floor

A block ground floor

A block ground floor

A block ground floor

A block first floor

Community centre, main switch room

Community centre, basement storeroom

Lower ground carpark east

Lower ground main switch room

Reference VICGR-RC2400215

Status

Added: 4th Oct 2023 12:44PM
Last Verified: 4th Oct 2023 12:45PM

Service Date:
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https://micra.onuptick.com/inspections/remarks/e4882e0a-7193-4889-8b0e-279745648e5f/public/

Asset

48 - Exit Sign Quick Fit (Ceiling Mount) Lower ground exit to pool from car park
- Exit

Non-critical defect
ID: 128 &

Description:
Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

46 - Exit Sign Weatherproof (Wall Exit from pool to car park
Mount) - Exit

Non-critical defect
ID: 126 &

Description:
Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
41 - Exit Sign Blade (Ceiling Mount) - Community centre, in lift lobby
Exit
38 - Exit Sign Blade (Recessed) - Exit Community centre, to outsde near lift

Non-critical defect
ID: 122 &

Description:
Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
35 - Exit Sign Quick Fit (Wall Mount) - Community centre, outside lift
Exit
27 - Exit Sign Blade (Ceiling Mount) - Community centre, dining hallway
Exit

Report Number R-00200 Reference VICGR-RC2400215

Service Date:

Status

Added: 4th Oct 2023 12:41PM
Last Verified: 4th Oct 2023 12:41PM

Added: 4th Oct 2023 12:30PM
Last Verified: 4th Oct 2023 12:30PM

Added: 4th Oct 2023 12:26PM
Last Verified: 4th Oct 2023 12:27PM
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https://micra.onuptick.com/inspections/remarks/bb4cb5e5-923e-4b24-83ea-5fb0270e4933/public/
https://micra.onuptick.com/inspections/remarks/f20a0b43-1fb5-49a8-8c17-83b4f9c5fb19/public/
https://micra.onuptick.com/inspections/remarks/f02dd48a-7898-4000-bddf-16aac0b2bd6d/public/

Asset Status

Non-critical defect Added: 4th Oct 2023 1:03PM
ID: 140 & Last Verified: 4th Oct 2023 1:03PM
Description:

Emergency exit sign is for incorrect situational use in accordance with the approved design
Exit sigh need to be installed below 2.7m height

Resolution:

Click photos to enlarge

24 - Exit Sign Blade (Recessed) - Exit Community centre, main hallway FAIL
Non-critical defect Added: 4th Oct 2023 12:58PM
ID: 139 & Last Verified: 4th Oct 2023 12:59PM
Description:

Emergency exit sign is for incorrect situational use in accordance with the approved design
Exit sign to be installed below 2.7m in height

Resolution:

Click photos to enlarge

18 - Exit Sign Quick Fit (Ceiling Mount) Community centre, main hallway m

- Exit

14 - Exit Sign Blade (Recessed) - Exit Community centre hallwy south FAIL
Non-critical defect Added: 4th Oct 2023 12:52PM
ID: 136 & Last Verified: 4th Oct 2023 12:55PM
Description:

Emergency exit sign is for incorrect situational use in accordance with the approved design
Requires exit sign to below 2.7m height

Resolution:

Click photos to enlarge

2 - Exit Sign Blade (Recessed) - Exit Community centre, main office m

10 - Exit Sign Blade (Recessed) - Exit Community centre library north m
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https://micra.onuptick.com/inspections/remarks/edac3bdb-b8bf-4ac5-9c5d-15be6e693466/public/
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/437/remarks/140/6390695d.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004020407&Expires=32503680000&Signature=CIR1mU4NIskz~t3dgkl6LdYXPeIVN8YAKe3ttAdE0J2bPe8aL~qsD6jbxfQaRh9GNTzt~~NAGai1TtxIxztvU9OIHbBiOySkl2PPxbaATD~TAGcC-5AcIdscENJVtCClY2lXyBZc9NrOKsyr03ZoS3B1kD4GBbiWIpB9CgxC1UYdPdIyGCWSP6UbGG9UBK6zIutu0H5VdH8PB-uHCgrFpmA-0b1BGXODJk3JNI41ASSC2NUVI198Sh54dcdbiexR5W9teHMY0D7uQW90d-yX7lLKfRnr5soeltrBUkV~7l6qCFnxZP1Vdz2N6cXnBCZEugLJ5qCdvrgogNgaHyIyNw__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/437/remarks/140/6390695d.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004020407&Expires=32503680000&Signature=CIR1mU4NIskz~t3dgkl6LdYXPeIVN8YAKe3ttAdE0J2bPe8aL~qsD6jbxfQaRh9GNTzt~~NAGai1TtxIxztvU9OIHbBiOySkl2PPxbaATD~TAGcC-5AcIdscENJVtCClY2lXyBZc9NrOKsyr03ZoS3B1kD4GBbiWIpB9CgxC1UYdPdIyGCWSP6UbGG9UBK6zIutu0H5VdH8PB-uHCgrFpmA-0b1BGXODJk3JNI41ASSC2NUVI198Sh54dcdbiexR5W9teHMY0D7uQW90d-yX7lLKfRnr5soeltrBUkV~7l6qCFnxZP1Vdz2N6cXnBCZEugLJ5qCdvrgogNgaHyIyNw__&Key-Pair-Id=KBIRTB6I7YMSH
https://micra.onuptick.com/inspections/remarks/27f1969e-0df6-4f35-9f20-1dcf25b5669a/public/
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/432/remarks/139/c71d4e6b.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004015938&Expires=32503680000&Signature=COKQprD80s4~Qx08xuPHohZOez6bG~y7IY4FjFYs~KIfBOB-yAYQFiSRCWfVnYceQIRMQDg3GHjxOCVGhdV3eoa31X6WVD3JcogBJaMqDC5hnUe41IrhSE0b2sHolL9dpbVxEsKa93dxX~dAnXXN8TU4CYluOiWSfjpaJXXbhVEk-~EfX48aGfk6KEJLJU40WlWFG0oY9d-ZSvvKlQhOZm0YvgtSPRJ4lomLhAp3zt5-zOqel5fsieEQHliE-48JQoW9-YILIh4GIse2esXu6d7bo1makiNATs3qtEx7lu8rNkMQugc88NpKL0eDjfJF7VPqQPMWQtriO~pgxnIsRg__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/432/remarks/139/c71d4e6b.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004015938&Expires=32503680000&Signature=COKQprD80s4~Qx08xuPHohZOez6bG~y7IY4FjFYs~KIfBOB-yAYQFiSRCWfVnYceQIRMQDg3GHjxOCVGhdV3eoa31X6WVD3JcogBJaMqDC5hnUe41IrhSE0b2sHolL9dpbVxEsKa93dxX~dAnXXN8TU4CYluOiWSfjpaJXXbhVEk-~EfX48aGfk6KEJLJU40WlWFG0oY9d-ZSvvKlQhOZm0YvgtSPRJ4lomLhAp3zt5-zOqel5fsieEQHliE-48JQoW9-YILIh4GIse2esXu6d7bo1makiNATs3qtEx7lu8rNkMQugc88NpKL0eDjfJF7VPqQPMWQtriO~pgxnIsRg__&Key-Pair-Id=KBIRTB6I7YMSH
https://micra.onuptick.com/inspections/remarks/9d4b7109-c401-4582-ba64-8a0e163dd835/public/
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/420/remarks/136/48036e16.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004020048&Expires=32503680000&Signature=fyJPPFOHPPFqGUySxYsjiZdF3Yny8yCDW~Y2Zq7z30XFmrI6EP9UqI2IbgmSy9dpP-3CN90sIgC0SfVjhkyLTvx1c5DuMJ4RsEinB1gqDwmrNgvodHkWqGrR8XV~6q5vaMViQuxNI09CNEVzE63~wzDjh4CVIprZcVgOaFCfT4nRmG9j-2mc88ahgaBmLrA2lb85B2rw5CSuMRyIxeVRK3ClY~3-LN2rT~uQ5-mBqtaz-x0b2vu9NQ4fFhEXCQAm3ZvXVGaRbbqiFJSKDtkmdjGPw3RQaIMaotu9zN9XYXJd0S~qTzHlglwoZnnBEy2~Wnl4Bxb82awYRNmXV2qVkQ__&Key-Pair-Id=KBIRTB6I7YMSH
https://twiddle.onuptick.com/wfau/micra/properties/35/photos/items/420/remarks/136/48036e16.jpg?transform=crop%3Dfill%3Bmedia%3Dmedia%3Bsign%3DTrue&public_id=999920231004020048&Expires=32503680000&Signature=fyJPPFOHPPFqGUySxYsjiZdF3Yny8yCDW~Y2Zq7z30XFmrI6EP9UqI2IbgmSy9dpP-3CN90sIgC0SfVjhkyLTvx1c5DuMJ4RsEinB1gqDwmrNgvodHkWqGrR8XV~6q5vaMViQuxNI09CNEVzE63~wzDjh4CVIprZcVgOaFCfT4nRmG9j-2mc88ahgaBmLrA2lb85B2rw5CSuMRyIxeVRK3ClY~3-LN2rT~uQ5-mBqtaz-x0b2vu9NQ4fFhEXCQAm3ZvXVGaRbbqiFJSKDtkmdjGPw3RQaIMaotu9zN9XYXJd0S~qTzHlglwoZnnBEy2~Wnl4Bxb82awYRNmXV2qVkQ__&Key-Pair-Id=KBIRTB6I7YMSH

Asset

6 - Exit Sign Blade (Ceiling Mount) - Community centre library north

Exit

1 - Exit Sign Quick Fit (Wall Mount) -
Exit

Community centre front entrance

Non-critical defect
ID: 183 &

Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

16 - Emergency Lighting Spitfire -
(Surface Mount)

10 - Emergency Lighting Spitfire (Flush C block lower ground floor

Mount)

14 - Emergency Lighting 4FT - Single C block lower ground carpark

Diffused Batten

Non-critical defect
ID: 147 &

Description:
Control and indicating equipment condition is adversely affecting the operation

The E&E test system not operating correctly

Resolution:
13 - Emergency Lighting 4FT - Single C block lower ground carpark
Diffused Batten

Non-critical defect
ID: 146 &

Description:
Control and indicating equipment condition is adversely affecting the operation
The E&E test system not operating correctly

Resolution:
8 - Emergency Lighting Spitfire - C block lower ground hallway
(Surface Mount)

5 - Emergency Lighting Spitfire (Flush C block lower ground in front of lift

Mount)

Report Number R-00200 Reference VICGR-RC2400215

C block lower ground carpark potting shed

Status

Added: 4th Oct 2023 12:48PM
Last Verified: 4th Oct 2023 12:48PM

Added: 4th Oct 2023 3:52PM
Last Verified: 4th Oct 2023 3:53PM

Added: 4th Oct 2023 3:49PM
Last Verified: 4th Oct 2023 3:52PM
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https://micra.onuptick.com/inspections/remarks/cd37fd44-8598-4f60-a564-9450c023ae8b/public/
https://micra.onuptick.com/inspections/remarks/fa5d02f3-5c8d-4ded-a3ba-fa88065a4d39/public/
https://micra.onuptick.com/inspections/remarks/cd066cee-cfa7-4c68-b4de-5810d05c49ce/public/

Asset Status

4 - Emergency Lighting Spitfire (Flush C block ground m
Mount)

1 - Emergency Lighting Spitfire (Flush C block level 1 m
Mount)

13 - Emergency Lighting 4FT - Twin B block lower ground car park FAIL

Diffused Batten

Non-critical defect Added: 4th Oct 2023 3:03PM
ID: 142 & Last Verified: 4th Oct 2023 3:03PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

103 - Emergency Lighting 4FT - Single B block lower ground car park FAIL
Weatherproof Batten

Non-critical defect Added: 4th Oct 2023 3:04PM
ID: 143 & Last Verified: 4th Oct 2023 3:05PM
Description:

Emergency exit sign is for incorrect situational use in accordance with the approved design
Need to be rewired as test function incorrect

Resolution:
8 - Emergency Lighting Spitfire (Flush B block lower ground m
Mount)
7 - Emergency Lighting Spitfire (Flush B block lower ground near stair FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 2:41PM
ID: 141 & Last Verified: 4th Oct 2023 2:41PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
5 - Emergency Lighting Spitfire (Flush B block lower ground m
Mount)
4 - Emergency Lighting Spitfire (Flush B block ground m
Mount)

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 7 of 14


https://micra.onuptick.com/inspections/remarks/f269964a-731c-48c5-b7dd-f4c533d0902f/public/
https://micra.onuptick.com/inspections/remarks/9836c8e7-4c8a-433b-8f93-ee07cfd64e5b/public/
https://micra.onuptick.com/inspections/remarks/f45da2cc-1b2d-4d48-826c-e04dfcc2c326/public/

Asset Status

1 - Emergency Lighting Spitfire (Flush B block level above stairs m
Mount)
14 - Emergency Lighting 4FT - Single Block A Lower Ground carpark m

Weatherproof Batten

13 - Emergency Lighting 4FT - Single Block A Lower Ground carpark m
Weatherproof Batten

10 - Emergency Lighting Spitfire (Flush Block A Lower Ground front of lift m
Mount)
9 - Emergency Lighting Spitfire (Flush Block A Lower Ground Stairwell m
Mount)
6 - Emergency Lighting Spitfire (Flush Block A ground floor lobby m
Mount)
7 - Emergency Lighting Spitfire (Flush Block A bottom of stairs FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 3:37PM
ID: 144 & Last Verified: 4th Oct 2023 3:37PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
1 - Emergency Lighting Spitfire (Flush A block first floor above stair m
Mount)
16 - Emergency Lighting Spitfire (Flush Community centre office behind reception m
Mount)
65 - Emergency Lighting Spitfire - Community centre mech plantroom m

(Surface Mount)

63 - Emergency Lighting Spitfire - Community centre pool plant m
(Surface Mount)

64 - Emergency Lighting Spitfire - Community centre pool plant room m
(Surface Mount)

43B - Emergency Lighting Spitfire Pool toilets FAIL
(Flush Mount)

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 8 of 14


https://micra.onuptick.com/inspections/remarks/313f0ba1-8980-4de0-9710-42789af4abd5/public/

Asset

Non-critical defect
ID: 121 &

Description:
Building does not have adequate emergency lighting needs to be installed

Resolution:
Location:
Community Center toilet

Non-critical defect
ID: 120 &

Description:
Fire control centre does not achieve minimum illumination

Resolution:

43a - Emergency Lighting Spitfire Community centre pool toilet
(Flush Mount)

Non-critical defect
ID: 119 &
Description:

Room does not have adequate emergency lighting, need to be installed

Resolution:
Location:
Community Center pool toilet

57 - Emergency Lighting 4FT - Twin Community centre, car park 4
Diffused Batten

Non-critical defect
ID: 129 &

Description:
Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

54 - Emergency Lighting 4FT - Twin Community centre, out front of carpark 7
Diffused Batten

Non-critical defect
ID: 131 &

Description:
Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

Report Number R-00200 Reference VICGR-RC2400215

Service Date:

Status

Added: 4th Oct 2023 12:19PM
Last Verified: 4th Oct 2023 12:22PM

Added: 4th Oct 2023 12:18PM
Last Verified: 4th Oct 2023 12:22PM

Added: 4th Oct 2023 12:18PM
Last Verified: 4th Oct 2023 12:21PM

Added: 4th Oct 2023 12:41PM
Last Verified: 4th Oct 2023 12:41PM

Added: 4th Oct 2023 12:42PM
Last Verified: 4th Oct 2023 12:42PM
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https://micra.onuptick.com/inspections/remarks/a867a326-5687-4706-a1e1-b65e048636cc/public/
https://micra.onuptick.com/inspections/remarks/537cc617-64d1-4e51-b7b8-d78bcdf1695d/public/
https://micra.onuptick.com/inspections/remarks/26517411-945b-4013-9e9f-be52fd5a6973/public/
https://micra.onuptick.com/inspections/remarks/fd5739c8-5c0b-4294-b2d6-7976ed8e8af9/public/
https://micra.onuptick.com/inspections/remarks/74668fea-f574-470b-8e7b-44823abdb924/public/

Asset Status

58 - Emergency Lighting 4FT - Twin Community centre, switchroom m
Diffused Batten

61 - Emergency Lighting 4FT - Twin Community centre, basement storeroom m
Diffused Batten

62 - Emergency Lighting 4FT - Twin Community centre, basement storeroom m
Diffused Batten

52 - Emergency Lighting 4FT - Twin Lower ground carpark east FAIL
Diffused Batten

Non-critical defect Added: 4th Oct 2023 12:42PM
ID: 130 & Last Verified: 4th Oct 2023 12:42PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:

51 - Emergency Lighting 4FT - Twin Lower ground carpark east m
Diffused Batten

50 - Emergency Lighting 4FT - Twin Lower ground carpark east m
Diffused Batten

55 - Emergency Lighting 4FT - Twin Community centre, main switch room m
Diffused Batten

49 - Emergency Lighting Spitfire (Flush Community centre, men shed m
Mount)
47 - Emergency Lighting Spitfire (Flush Community centre, carpark entry m
Mount)
44a - Emergency Lighting Spitfire - Community centre, pool south m

(Surface Mount)

44 - Emergency Lighting Spitfire - Pool north m
(Surface Mount)

45 - Emergency Lighting Spitfire - Community centre, pool north west m
(Surface Mount)

43 - Emergency Lighting Spitfire (Flush Community centre, hallway outside toilet FAIL
Mount)

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 10 of 14


https://micra.onuptick.com/inspections/remarks/13979c97-91c6-4c2c-8754-895c41360df3/public/

Asset Status

Non-critical defect Added: 4th Oct 2023 12:28PM
ID: 125 & Last Verified: 4th Oct 2023 12:29PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
42 - Emergency Lighting Spitfire (Flush Community centre, gym m
Mount)
40 - Emergency Lighting Spitfire (Flush Community centre, salon FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:28PM
ID: 124 & Last Verified: 4th Oct 2023 12:28PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
39 - Emergency Lighting Spitfire (Flush Community centre, therapy m
Mount)
37 - Emergency Lighting Spitfire (Flush Community centre, out front of lift FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:27PM
ID: 123 & Last Verified: 4th Oct 2023 12:27PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
36 - Emergency Lighting Spitfire (Flush Community centre, rear stair m
Mount)
34 - Emergency Lighting Spitfire (Flush Community centre,out front of lift m
Mount)
33 - Emergency Lighting Spitfire (Flush Community centre, above pool table m
Mount)
32 - Emergency Lighting Spitfire (Flush Community centre, main hallway, north m
Mount)
31 - Emergency Lighting Spitfire (Flush Community centre, main hallway m
Mount)
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Asset Status

30 - Emergency Lighting Spitfire (Flush Community centre, games room north m
Mount)
22A - Emergency Lighting Spitfire Community centre, main hallway m

(Flush Mount)

29 - Emergency Lighting Spitfire (Flush Community centre, games room south m
Mount)
26 - Emergency Lighting Spitfire (Flush Community centre kitchen m
Mount)
28 - Emergency Lighting Spitfire (Flush Community centre, dining north FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:57PM
ID: 138 & Last Verified: 4th Oct 2023 12:57PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
25 - Emergency Lighting Spitfire (Flush Community centre, dining south FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:57PM
ID: 137 & Last Verified: 4th Oct 2023 12:57PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
22 - Emergency Lighting Spitfire (Flush Community centre outside toilets m
Mount)
21 - Emergency Lighting Spitfire (Flush Community centre male toilet m
Mount)
23 - Emergency Lighting Spitfire (Flush Community centre, main hallway m
Mount)
20 - Emergency Lighting Spitfire (Flush Community centre unisex toilets m
Mount)
19 - Emergency Lighting Spitfire (Flush Community centre female toilets m
Mount)
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Asset Status

17 - Emergency Lighting Spitfire (Flush Community centre hallway m
Mount)
5 - Emergency Lighting Spitfire (Flush Community centre, main office FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:49PM
ID: 134 & Last Verified: 4th Oct 2023 12:49PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
16 - Emergency Lighting Spitfire (Flush Community centre office behind reception m
Mount)
4 - Emergency Lighting Spitfire (Flush Community centre, main office m
Mount)
3 - Emergency Lighting Spitfire (Flush Community centre, main office m
Mount)
15 - Emergency Lighting Spitfire (Flush Community centre hallwy south FAIL
Mount)
Non-critical defect Added: 4th Oct 2023 12:50PM
ID: 135 & Last Verified: 4th Oct 2023 12:50PM
Description:

Emergency luminaire or exit sign did not meet the in-service duration of 90 minutes

Resolution:
13 - Emergency Lighting Spitfire (Flush Community centre library west m
Mount)
12 - Emergency Lighting Spitfire (Flush Community centre library kitchenette m
Mount)
11 - Emergency Lighting Spitfire (Flush Community centre library north m
Mount)
9 - Emergency Lighting Spitfire (Flush Community centre library east m
Mount)
8 - Emergency Lighting Spitfire (Flush Community centre library centre m
Mount)

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 13 of 14


https://micra.onuptick.com/inspections/remarks/9808de12-05fa-48d2-b1e3-c666f769d2ec/public/
https://micra.onuptick.com/inspections/remarks/07f1fe3c-8381-422d-b74e-6d9ed986889d/public/

Asset Status

7 - Emergency Lighting Spitfire (Flush Community centre library south m
Mount)

Signoff

Maintenance has been carried out in accordance with Part 15 of the Victorian Building Regulations 2018.

Technician Date/Time Accreditations Signature
Micra Fire None

Technician

Mike Alford None

Company Accreditations:

Report Number R-00200 Reference VICGR-RC2400215 Service Date: Page 14 of 14



	SERVICE REPORT

