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SERVICE REPORT

Australian Unity - Peninsula Grange Report Number R-00840

Reference PENG-RC-2401772

431 Racecourse Road

Mornington

Victoria 3931

Service Date: 16th September 2024

Scope of Works

Fire Detection Systems - FIP: Monthly (1)

0 Critical Defects A defect that renders a system inoperative.

3 Non-critical Defects A system impairment not likely to critically affect the operation of the system.

0 Non-conformances Missing information or incorrect feature that does not affect the system operation.

0 Recommendations A modification suggested to improve the system performance.

0 Informational Notes Detailed advice or general comment.

0 Passed Assets

Servicing Summary

Service Asset Quantity

Fire Detection Systems - FIP: Monthly 06 - Fire Detection Systems - Panels 1

Maintenance

Fire Detection Systems - FIP: Monthly

AS1851-2012 (a1) - Routine service of fire protection systems and equipment

Asset Status

001 - Fire Detection Panel Reception FAIL
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Asset Status

Non-critical defect

ID: 1355

Added: 19th Aug 2024 12:45PM

Last Verified: 19th Aug 2024 12:51PM

Description:

Loss of monitored link not recorded at monitored site.

Tested INS monitoring system to ensure the alarm was being received from the FIP.

INS received the call although nothing was processed with the call and they weren’t aware of the nature of the alarm.

Site to contact INS to have a procedure in place, would highly recommended a ASE to be Installed to avoid the lack of

monitoring of the building.

Resolution:

Occupier to advise monitoring provider of fault to attend site to investigate

Non-critical defect

ID: 194

Added: 5th Feb 2024 11AM

Description:

No OWS - cant hear sounder

Resolution:

Technician to investigate cause of issue and rectify where possible

Location:

Community Centre

Non-critical defect

ID: 192

Added: 5th Feb 2024 10:54AM

Description:

No strobe

Resolution:

Supply and installation of replacement strobe

Location:

Community Centre

Logbooks

06 - Fire Detection Systems

Classic Logbook
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https://micra.onuptick.com/inspections/remarks/031646fd-5aa9-4262-8c5e-953a5fe6c5c4/public/
https://micra.onuptick.com/inspections/remarks/b26bf7da-3c64-438a-bc3c-c1d4aa5f5a42/public/
https://micra.onuptick.com/inspections/remarks/c70ac6c2-2e65-4138-a151-93be0524c1ea/public/
https://twiddle.onuptick.com/wfau/micra/properties/68/photos/logbooks/logbook_73/entry_496/1ea154de.jpg?transform=crop%3Dlimit%3Bformat%3Djpg%3Bheight%3D2500%3Bmedia%3Dmedia%3Bsign%3DTrue%3Bwidth%3D2500&public_id=999920240916034029&Expires=32503680000&Signature=eKfF0CZNORH4tOWzdraHx7wKYBZJ2g13kkgxvK~~3fQHt6ffv6COSMkpV5KQaV-W~FwJvWsyIH8Q~h96H8-DS3k68uQdnUuNo4jmsAGCVv0w-~wmAWCHVf4OaQaIIexFyYYYD18fRjgUpyi4yUt2COxXQhUw5cl8PFgY-wAEOPW2PnDXNnBxedMqaW1zqY~QTax7wRaiiocQKF3wjQXmehEryHYrIz3sEs0CDO9UaRbciYg8pSBRNvlFyjZzMaDN-IESf6R18MsPuLm8B35QsWb1BahS1bLnYPLvISjvjwiI20N1a2A2fzCLvU52KLsSgtoWZ~n9DS3JuY2VBpeuww__&Key-Pair-Id=KBIRTB6I7YMSH


Signoff

Maintenance has been carried out in accordance with Part 15 of the Victorian Building Regulations 2018.

Technician Date/Time Accreditations Signature

Mike Alford 16th Sep 2024

1:40PM

Company Accreditations:
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